ROCKFORD FIRE DEPARTMENT
INCIDENT UPDATE

Incident Information
Business Name: Milestone

Address of Incident: 3310 Searles Av

Date of Incident: 12/28/2013

Time of Incident: 09:45

Type of Incident: _ResidentiaBtructureFire

Cause of Fire: Accidental
Estimated Loss: $30,000

Injury Data
Civilian Injuries: O
Civilian Deaths: 0

Fire Department Response

Engine(s): 3 Ladder(s): District Chief(s): 2
Quint(s): 2 Ambulance(s): 1 Haz Mat Unit(s):
Boat(s): Diver(s): Other(s): 1

Total Firefighters: 22
Response Time: 9:49

Narrative

Q-01andE -01 weredispatchedo a automaticalarm,uportherearrival peoplewereout sideandan
audiblealarmwassounding Companiesoticeda light smokeinsideandfoundit wascomingfrom the
ceiling areawherethefire wasburningabovethe sprinklersinto the attic area. Companiesipgradedhe
alarmto ageneraklarmtheybegano extinguishthefire, asprinklerheaddid release,companies
arrivedutilities wereshutdown,salvageandoverhaulbegan Milestoneadministratorsvereon scene
andrelocatedl 1 residentgo anotherfacility.

For additional information contact: Tim Morris 815-967-7604

Prepared by: A/IDCDavidWisniewsk on 12/28/2013  at 18:00
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	Business Name: Milestone
	Address: 3310 Searles Av
	Date of Incident: 12/28/2013
	Time of Incident: 9:45:48am
	Type: [ Residential Structure Fire]
	Cause of Fire: [Accidental]
	Loss: 30000
	injuries: 0
	Deaths: 0
	Engines: 3
	Quints: 2
	DCs: 2
	Ladders: 
	Ambulances: 1
	Hazmat: 
	Boat: 
	Divers: 
	Other: 1
	Total: 22
	Time: 9:49
	Narrative: Q-01 and E -01 were dispatched to a automatic alarm,upon there arrival people were out side and an audible alarm was sounding. Companies noticed a light smoke inside and found it was coming from the ceiling area where the fire was burning above the sprinklers into the attic area.. Companies upgraded the alarm to a general alarm they began to extinguish the fire, a sprinkler head did release,companies arrived utilities were shut down ,salvage and overhaul began. Milestone administrators were on scene and relocated 11 residents to another facility.     
	Info: [Tim Morris 815-967-7604]
	Name: A/DCDavidWisniewski
	CurrentDate: 12/28/2013
	CurrentTime: 18:00


