ROCKFORD FIRE DEPARTMENT
INCIDENT UPDATE

Incident Information
Business Name: Rocknel Fastener Corp.

Address of Incident: 5319 11th St.

Date of Incident: 7/12/2014

Time of Incident: 13:02

Type of Incident: CommercialStructureFire
Cause of Fire: Accidental

Estimated Loss: $100,000

Injury Data
Civilian Injuries: O
Civilian Deaths: 0

Fire Department Response

Engine(s): 4 Ladder(s): 1 District Chief(s): 2
Quint(s): 1 Ambulance(s): 1 Haz Mat Unit(s):
Boat(s): Diver(s): Other(s): 1

Total Firefighters: 28
Response Time: 6 min

Narrative

TheRockfordFire Departmentespondedo areportedcommerciaktructurefire attheaboveaddress.
Firstarriving crewsfoundlight smokeshowinginsidethe building. Employeesf the busines$iad
evacuategbrior to thearrival of fire departmenpersonnel.

Fire crewsmadeentryinto the building andfoundthatthe building'ssprinklersystemhadactivatedand
extinguishedhefire. Thefire wasdeterminedo be undercontrolwithin twenty minutesof fire crews'
arrivalanddamagevaslimited to anair compressounit andsurroundingelectricalsystems.
ComEdpersonnetlisconnectegowerto the building anda specializedobile Ventilation Unit from
MABAS Division 8 arrivedto ventilatethe smokefrom the building.

Thecauseof thefire wasdeterminedo be a malfunctioningair compressounit.

For additional information contact: 815-987-5660

Prepared by: DC StevePreiss on 7/12/2014 at 16:09
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	Business Name: Rocknel Fastener Corp.
	Address: 5319 11th St.
	Date of Incident: 7/12/2014
	Time of Incident: 13:02
	Type: [Commercial Structure Fire]
	Cause of Fire: [Accidental]
	Loss: 100000
	injuries: 0
	Deaths: 0
	Engines: 4
	Quints: 1
	DCs: 2
	Ladders: 1
	Ambulances: 1
	Hazmat: 
	Boat: 
	Divers: 
	Other: 1
	Total: 28
	Time: 6 min
	Narrative: The Rockford Fire Department responded to a reported commercial structure fire at the above address. First arriving crews found light smoke showing inside the building. Employees of the business had evacuated prior to the arrival of fire department personnel.
Fire crews made entry into the building and found that the building's sprinkler system had activated and extinguished the fire. The fire was determined to be under control within twenty minutes of fire crews' arrival and damage was limited to an air compressor unit and surrounding electrical systems.
ComEd personnel disconnected power to the building and a specialized Mobile Ventilation Unit from MABAS Division 8 arrived to ventilate the smoke from the building.
The cause of the fire was determined to be a malfunctioning air compressor unit. 
	Info: [ 815-987-5660]
	Name: DC Steve Preiss
	CurrentDate: 7/12/2014
	CurrentTime: 16:09


